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Architectural Testing

AAMAMWDMA/CSA 101/L5.2/A440-05 AND
ANSVAAMANWWDA 101/15.2-87
TEST REPORT

Eendered to:

NEWTOWN MANUFACTURING BUILDING SUPPLY CORPORATION

SERIESMODEL: 7300 - CA
FRODUCT TYPE: PVC Casement

Title Summary of Results
AAMA/WDMA/CSA 101/1.52/A440-05 Rating C-E33 914 x 1524 (36 x 60)
ANSIAAMANWWDA 101/71.5.2-97 Rating C-R3536x 60
Design Pressure +1680 Pa (£35.11 psf)
Operating Force (1n motion) 13N (3 Ibf)
: : 0.10 L/s/'m*
Air Infiltration (0.02 cfm/f)

Water Penefration Fesistance Test Pressure 580 Pa (12.12 psf)
Uniform Ioad Structural Test Pressure +2520 Pa (£52.66 psf)
Forced Entry Fesistance Grade 10

Test Completion Date: 01/15/08

Feference must be made to Feport No. 79208 02-501-47, dated 05/09/028 for complete test
specimen description and data.

1140 Lincoln Avenue
springdale, P& 15144
phone: 724-275-7100

fax: T724-275-Ti02
whww . architest.com



